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6-0" x 5'-0" STOOP: 
6" THICK CONCRETE SLAB W/ 
6 x 6 - W2.1 x W2.1 WWF 
ON 4" CRUSHED ROCK BASE. 

J'-4" 

6" THICK CONCRETE SLAB W/ -
6 x 6 - W2.1 x W2.1 WWF 
ON 4" CRUSHED ROCK BASE. 
CONTROL JOINTS 0 5-0" 
O.C. W/ SEALANT. (TYPICAL) 

A - 4 

908.81 

+ 908.76 

14-9 

I-

22-6" 

• 

C.J. 

C.J. 

• 6" THICK CONCRETE SLA8 W/ 
6 x 6 - W2.1 x W2.1 WWF 
ON 6 MIL VAPOR BARRIER 
ON 4" CRUSHED ROCK BASE. -

14-10" 

. FD, 
o' 

..FD..-' 

D - 4 

15-10" 

SEE PLUMBING PLAN FOR FLOOR 
DRAINS WITH THEIR ROUTING. 

VERIFY ALL UTILITY LOCATIONS INTO 
BUILDING. 

BLOCK OUT AT ALL DOOR OPENINGS 
AT STEM WALLS. SEE DETAIL B-4. 
(TYPICAL) 

PLUMBING COPPER RAN THROUGH 
CONCRETE SHALL BE IN (SCH. 40) 
PVC SLEEVES. 

• SAWED CONTROL JOINTS 1/8" WIDE x 
1-1/4" DEEP BLOWN FREE OF DUST 
A FILLED WITH SEALANT. (TYPICAL) 

908.83 + 

C.J. 

13-8" 

908,81 

908.76 + SIDEWALK 

5'-0' 54-4" 

90-0" 

;* THOMAS 
HAU. 

NUMBER 
• 

r>\-291S /P 

SCALE: 1/8" 1-0 

PROVIDE (1) 4" SCH 40 PVC WITH FIBER 
OPTIC SWEEPS UP THROUGH 108 MECHANICAL 
CENTERED NEAR BACK WALL TO 12" A.F.F. 
EXTEND 5'-0" BEYOND SLAB 4 CAP 24" 
BELOW GRADE. 

PROVIDE (1) 4" SCH 40 PVC WITH FIBER 
OPTIC SWEEPS UP THROUGH 104 STORAGE 
TO 12" A.F.F. EXTEND 5-0" BEYOND SLAB • 
4 CAP 24" BELOW GRADE. 

( 
3-4 

C.J. 

14-10" 14-9 

C.J. 

rr 

r 

A - 4 

1 12) 3" PVC CONDUITS WITH 
SWEEPS INTO 108 MECHANICAL 
TO 12" A.F.F. SEE SITE PLAN. 

908781 + 

(TYPICAL) 
E - 4 

32-4" 

I 1 
+ 908.55 i ! i 908.55 + 
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CONCRETE L1OT0 

1/2" MASTIC EXPANSION 
JOINT, HOLD DOWN 1/2" 
FOR SEALANT. 

(2) J4 REBAR CONTINUOUS 
IN FOOTINC. 

4" 1'-4" 4" 

2-0" 

6" THICK CONCRETE SLAB W/ 
6 x 6 - W2.1 x W2.1 WWF 
ON 4" CRUSHED ROCK BASE. 

SCALE: 1/2" = I'-O' 

1. CONCRETE WORK SHALL BE EXECUTED IN STRICT COMPLIANCE WITH THE LATEST EDITION OF 
THE AMERICAN CONCRETE INSTITUTE (A.C.I.) MANUAL OF CONCRETE PRACTICE. 

2. FOUNDATION DESIGN IS BASED UPON AN ASSUMED SC4 BEARING CAPACITY OF 2,000 PSF. 
IF WET OR UNUSUAL SOIL CONDITIONS ARE ENCOUNTERED, NOTIFY THE DESIGNER AND 
CONSTRUCTION INSPECTOR BEFORE PROCEEDING WITH THE WORK. 

3. IF CONDITIONS REQUIRING ROCK EXCAVATION ARE ENCOUNTERED, NOTIFY THE DESIGNER AND 
CONSTRUCTION INSPECTOR BEFORE PROCEEDING WITH THE WORK. 

4. ALL CONCRETE SHALL BE TYPE 1 CEMENT WITH A COMPRESSIVE STRENGTH OF 4.000 PSI 
0 28 DAYS AND NOT TO EXCEED 4" SLUMP. 

5. FOUNDATION PIERS AND FOOTINGS SHALL BEAR A MINIMUM OF 12 INCHES INTO UNDISTURBED 
SOIL AND 36 INCHES MINIMUM BaOW FINISH GRADE. 

6. DEFORMED STEEL REINFORCING BARS SHALL BE: J4 AND LARGER ASTM A615 GRADE 60. 

7. SEE SPECIFICATION SECTION 03300 CONCRETE FOR ADDITIONAL INFORMATION. 

8. CONCRETE EXPOSED TO THE EXTERIOR SHALL RECEIVE AIR EMTRAINMENT 6% +/- 2%. 

9. PROVIDE CORNER REINFORCING BARS WITH 12" MINIMUM LAP EQUAL IN SIZE AND GRADE TO 
CONNECTING BARS. 

10. EXTERIOR CONCRETE FLATWORK SHALL HAVE A LIGHT BROOM FINISH. 

11. COORDINATE WORK OF OTHER TRADES REQUIRED TO BE INSTALLED IN, UNDER, OR THROUGH 
CONCRETE PRIOR TO PLACEMENT OF CONCRETE. INSTALL ALL ANCHORAGES AND SLEEVES 
REQUIRED FOR THE INSTALLATION OF WORK BY OTHER TRADES. 

12. ENTIRE PERIMETER OF BUILDING TO RECEIVE 2" POLYISOCYANURATE RIGID INSULATION BOARD. 

13. SAWED CONTROL JOINTS SHALL BE CLEANED FREE OF ALL DEBRIS AND FILLED WITH SEALANT. 
SEE SECTION 07900. 

14. COPPER PIPING RUN THROUGH CONCRETE WORK SHALL BE RUN THROUGH PVC SLEEVES. 

15. ALL CONCRETE STEM WALLS TO MONOUTHICALLY POURED. 

6" THICK CONCRETE SLAB 
WITH 6 x 6 - W2.1 x W2.1 
WWF ON 4" CRUSHED TYPE-
5 ROCK COMPACTED BASE. 

1/2" MASTIC 4 SEALANT. 
(TYPICAL) 

HQ 10" O.C. HORIZONTALLY.-
14 0 24" O.C. VERTICALLY. 

(3) /4 CONTINUOUS. -
|* REBAR 0 24* O.C. 

2" POLYISOCYANURATE RIGID 
-INSULATION. 

2'-0" 

GRADE 

5-0 

STEM WALL BEYOND. • 

1/2" MASTIC EXPANSION 
JOINT WITH SEALANT. (TYP.) 

SLOPE 

6" THICK CONCRETE SLAB 
WITH 6 x 6 - W2.1 x W2.1 
WWF ON 4" CRUSHED TYPE 
5 ROCK COMPACTED BASE. 

iM's 0 12" O.C. 

(3) #4*a CONTINUOUS. (TYP.) 

2" POLYISOCYANURATE RIGID 
INSULATION. 

8" SCHEDULE 40 PVC WITH 
PVC DOWNSPOUT ADAPTER. 

• (TYPICAL) 

TOP OF CONCRETE OR GRADE. 

SCHEDULE 35 PVC STORM 
DRAIN. SIZE VARIES. 

— ..^iiiiillH^n; 

THOMAS : 
HAUL 

NtniBSR o; 

SCALE: 1/2' 

SIMILAR AT ALL EXTERIOR DOORS 

COMCIRETIE TOOP SECTM 
SCALE: 1/2" = 1'-0" 

F©UiDATO@LN! ©ETAOl 
MISSOURI DEPART! 
OF TRAlMSP©RTATI 

DIVISION OF GENERAL SERVICES 
FAQUT1ES MANAGEMENT 

AT 

OOWilSPQyT ADAPTER 
SCALE: 1/2" = 1'-0" 
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i; THOMAS I 

•///// 

30 AMP. 
TRANSFER SWITCH 
POWER INLET. 
VERIFY LOCATION. 

CONDENSING UNITS 
32/34 LPB 36/38 LPB 

SEE ELECTRICAL SCHEDULE 
& NOTES SHEET 21. 

IP©WEtB PLM 
SCALE: 1/8" = 1'-0" 
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